


Sr.  No. HSR/ NS Description Qty. Unit Rate to be quoted by 

Agency

1 23.5.6.2

Wiring main and sub mains in two single core for 

phase and neutral wire and one single core for 

earth wire PVC insulated Copper conductor cable 

1100 Volts grade in existing MS/PVC Conduit 

etc as required. 1 run of Size 2.50 

Sqmm(1.1.80mm)

70 Meter

2 23.5.6.7

Wiring main and sub mains in two single core for 

phase and neutral wire and one single core for 

earth wire PVC insulated Copper conductor cable 

1100 Volts grade in existing MS/PVC Conduit 

etc as required. 2 run of Size 2.50 

Sqmm(1.1.80mm)

14 Meter

3 23.6.6.4

Supply and erection of MS conduit pipe 1.6 mm 

thick , ISi marked

surface/ recessed inslab/ wall/ ceiling etc. 

including cost of MS bends, inspection box and 

all other material required to complete the job in 

all respect up to the entire satisfaction of 

Engineer-in-Charge of work.MS pipe of 40 mm 

dia.

2 Meter

4 23.7.6.2

Supply and erection of PVC CONDUIT ISi 

marked (Medium) recessed in

walVceiling etc. including the cost of PVC bends, 

inspection boxes, iron

hooks and cement concrete etc. complete in all 

respect up to the entire

satisfaction of Engineer-in-Charge of work. PVC 

pipe of 25 mm dia.

45 Meter

5 23.8.10.1

Providing and fixing GI concealed sheet metal 

boxes with inner and outer face plate including 

concealing the box in wall and fixing in position 

with inner plate and face plate with all labour and 

material required for the job complete in all 

respects.1 & 2 Modules including combined plate 

for Telephone and data

1 Each

6 623.22.5.1

Supply and erection of miniature circuit Breaker 

240/415 V in the existing

distribution board including making necessary 

connections:- 6 amp. to 32 amp Single Pole

2 Each

7 N S 
Supply of 30 watt LED Lamp post complete as 

per entire satisfaction of the Engineer-in-charge.
2 Each
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